The results of T-Line Traveling Wave Fault Location is easily influenced by the wave arrival time and traveling wave propagation velocity; it proposes that the traveling wave uses wavelet transform to extract the modulus maxima of breakdown voltage, to confirm the time of the traveling wave reaching the three-terminal line. The speed of the traveling wave reaching three terminals is confirmed by the structural parameters of the transmission line. We apply the arrival time and propagation velocity to the T-type traveling wave fault location algorithm. Different transmission line distance select the corresponding algorithm, excluding the impact of fault branches and in some cases ranging accuracy, the failure dead zone will not appear. After MATLAB simulation analysis, the algorithm analysis is clear; the range accuracy is high, so that it can meet the requirements of fault location.
Introduction
In the long-distance transmission system, T-connection transmission lines are a mode of connection which is a higher transport power and heavier load. Once the line fails, there will be a large area power outage, resulting in greater overall social economic losses. Therefore, when the malfunction occurs, we need to identify the fault slip and fault point quickly, and then restore the power, minimize the economic loss and social benefits.
According to the characteristics of T-junction, two aspects of the fault location can be concluded: the judgment of fault slip and the confirmation of failure points. Method One: inject the signal in one end of the circuit; confirm the position of the fault by the start time of the injected signal and the time of signal returns after reaching the point of malfunction. This method has great difficulties of processing data, and the traveling wave in the process of transmission will weaken the signal; the return time of signal is inaccurate [1] . Second method is to use wavelet energy to determine the fault slip, but traveling wave in T line weakens seriously; if the reflected wave calculation error is too large, there are difficulties in the locating [2] . The waveform comparison of wavelet transform modulus maxima is used to remove the impact of the adjacent bus reflected wave. However when the measured line opens circuit in detecting the busbar, the electrical traveling waves can not be detected and the ranging is not confirmed [3] . Because of lack of the above methods, this essay uses the traveling wave caused by the mistake rather than adopts the injection signal directly. We do not need to determine the fault branch directly with the new algorithm, using the voltage traveling wave to avoid the influence of the adjacent bus reflected wave.
The new proposed algorithm has the following advantages: using the voltage traveling wave, eliminating the effects of electrical traveling waves, selecting the appropriate wavelet transform applied to deal with the traveling wave signal [4] , to calculate the time of the traveling wave reaches the three-terminal, and to select the appropriate algorithm by the distance of different transmission line. The calculation is simple, so that there is no dead zone fault and is high accuracy. After doing the simulation research by MATLAB, the results show that this method can confirm the fault branch judgment and fault distance. According to the MATLAB simulation study carried out by this method, the results showed that this method can be determined accurately by judging the distance of the fault and the fault branch.
Wavelet Transform
Since the 1990s, the wavelet transform and its engineering applications aroused more and more attention of mathematicians and engineers of various countries, especially in the analysis of power system transient signals, in recent years it has been very good development, and has shown great advantage and potential applications, especially has been a very good development in the electrical equipment fault diagnosis of power quality disturbance signal analysis applications, protection, fault location.
In all of the wavelet transform, continuous wavelet transform, dyadic wavelet transform, orthogonal wavelet transform, semi-orthogonal wavelet transform, different wavelet transform has different characteristics. And in the power transient signal analysis, the wavelet transform is the most important wavelet choice. This paper analyzes the dyadic wavelet transform to select the voltage traveling wave signal.
In the wavelet transform, if 
In the formula: , a b R ∈ , a > 0 is the frequency corresponding to the scale parameter, and b is the time corresponding to the displacement parameters;
family is a group of wavelet function generated based on wavelet translation and scaling, called wavelet function or wavelet basis.
In the continuous wavelet transform, only the scale parameter do discrete binary ( 2 j a = , j Z ∈ ), and the displacement parameters remain continuous change, the resulting semi-discrete wavelet transform form
The wavelet transform is called binary wavelet transform, the corresponding wavelet called binary wavelet, binary wavelet is allowable the wavelet (it satisfies allowable conditions
wavelet should meet the following stability condition: for C, there exist constants A and B, such that:
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The function of the stability condition is to ensure the existence of dual wavelet Fourier transform, that is always possible to find a stable dual wavelet reconstructed [5] [6].
Fault Location Algorithm
The Fault Branch's Judgment T-connection as shown in Figure 1 , A, B, C for the three-terminal system, 1, 2, 3 is measurement points, T is the branch point, the corresponding line length are L 1 , L 2 , L 3 . After a certain point line failure, traveling wave spread to the A, B, C three-terminal, at the measurement point 1, 2, 3 measured traveling wave arrival time of T 1 , T 2 , T 3 . We choose the shortest distance observation point of three observation points as the reference distance point, assuming L 1 is the shortest, we choose observation point 1 as a reference observation points. The following discussion is according to the different transmission line distance.
(1) When the three branches are equal, i.e., L 1 = L 2 = L 3 . Because traveling wave velocity is equal under the same circumstances, according to T 1 , T 2 , T 3 , we have:
we can see the point of failure in T node; ② If the time T is equal to the smallest of the three, we can see the fault in time T corresponds to the observation point branch circuit.
(2) When the two branches are equal, assuming TA < TB = TC, we have: ① If the fault happens in slip TA (including node T), it exists time T 1 < T 2 = T 3 ; ② If the fault happens in slip TB, we choose the observation point 1 as a reference point, we calculate the distance on the line AB and AC fault line distance away from the observation point 1, assuming the distance of the point of fault to the observation point is X, the distance to the node of T is X', according to the same principles of traveling wave velocity [7] , by the following equation holds:
So, we have:
So, we have： ( )
where in 1 X X L ′ = + , obviously X > L 1 , due to TB = TC, it is possible that the point of failure is in the TB, is also possible in the TC, then only need to determine the size of T 2 and T 3 from traveling wave to the observation point of time 2, 3.
When T 2 < T 3 , the failure points on the line TB; when T 2 > T 3 , the fault on the line TC. (3) When the two branches are equal, assuming TA > TB = TC, we can know: ① If the fault slip is on TA (including node T) on the existence of time T 2 = T 3 ② If the fault slip is on TB or TC, the algorithm with the (2) ②. (4) When the three branches are not equal, random selecting L 1 < L 2 < L 3 , and we choose the shortest distance observation point of three observation points as the reference distance point. We calculate the distance on the line AB and AC fault line distance away from the observation point 1, assuming the distance of the point of fault to the observation point is X, we have: ① If the fault slip is on TA (including node T), we calculate on the line AB and AC, by Equation (4), we can be obtained:
So X 1 = X 2 , the fault slip is on TA (including node T).
② If the fault slip is on TB, assuming the distance of the point of fault to the node T is X , we calculate on the line AB, by Equation (4) ,we can be obtained:
We calculate on the line AC, by Equation (6), we can be obtained:
So X > L 1, the fault slip is on TB.
③ If the fault slip is on TC, assuming the distance of the point of fault to the node T is X , we calculate on the line AC, by Equation (4) ,we can be obtained:
We calculate on the line AB, by Equation (6), we can be obtained:
So X > L 1 , the fault slip is on TC.
The Main Process of Fault Location
The algorithm only need to select the appropriate line, find the corresponding algorithm can quickly find fault branch, and quick and easy calculate, the algorithm simulation process is shown in Figure 2 .
Matlab Simulate and the Error Analysis

Simulation Model
To validate the algorithm proposed in this paper, and using MATLAB/Simulink establish 220 KV three-terminal power system model shown in 1) When the line length is AT = L 1 = 120 km, BT = L 2 = 100 km, CT = L 3 = 100 km, after phase-mode transformation and the extraction of maximum modulus by wavelet transform, the simulation diagram of the fault voltage shown in Figure 3 .
The calculation results of fault at AT, BT, CT showed in Table 1 .
The data in Table 1 showed that, when the length of line met TA > TB = TC in algortithm (3), the algorithm was feasible.
2) When the line length is AT = L 1 = 110 km, BT = L 2 = 150 km, CT = L 3 = 150 km, after phase-mode transformation and the extraction of maximum modulus by wavelet transform, the simulation diagram of the fault voltage shown in Figure 4 .
The calculation results of fault at AT, BT, CT showed in Table 2 .
The data in Table 2 showed that, when the length of line met TA < TB = TC in algortithm (2), the algorithm was feasible.
3) When the line length is AT = L 1 = 120 km, BT = L 2 = 150 km, CT = L 3 = 200 km, after phase-mode transformation and the extraction of maximum modulus by wavelet transform, the simulation diagram of the fault voltage shown in Figure 5 .
The calculation results of fault at AT, BT, CT showed in Table 3 .
The data in Table 3 showed that, when the length of line met TA < TB < TC in algortithm (4), the algorithm was feasible. 
The judgment of 
The Error Analysis
Analysis by the introduction of traveling wave fault location method decided by two main parameters: one is the arrival time of traveling wave, the other is propagation velocity of traveling wave. The traveling wave propagation velocity is determined by parameters of line. In actual measurement may produce certain error, when find out fault branch and calculate the distance between fault point and end point, it can also produce some small error because of inaccuracy of line measurement. The arrival time of traveling wave caused by sampling precision. Under this paper proposed sampling frequency and the calculation of wave velocity, the resulting error is in the allowable range of engineering.
Conclusions
Fault location method based on wavelet transform was propose in this paper. In practical application, we can choose different calculation methods of different line lengths. Traveling wave velocity can be directly determined by parameters of line, while the accuracy of arrival time about voltage traveling wave is improved after wavelet transform; when it had malfunction, the traveling wave arrival time can be obtained and the fault branch can be accurately judged. There is no misjudgment so that the ranging error can meet the needs of practical engineering. Although this algorithm proved to be feasible by the simulation, it exists limitations in practical application. First, the algorithm is only for T-type transmission network, not for the power transmission system to other networks; second, we should transplant the algorithm to DSP microprocessor to verify the practical feasibility.
